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EXISTING EMERGENCY DUPLEX
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ELECTRICAL DEVICE TO BE REMOVED
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RELOCATE CEILING MOUNTED ELECTRICAL DEVICES IN
NEW CEILING. LOCATIONS TBD.
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ELECTRICAL DEMOLITION PLAN

SCALE: 1/8"=1"-0"

NOTE.:

PROVIDE NEW SUPPLY AND RETURN GRILLES BY
KRUGER CORPORATION, 900 DARR PARK, PONCA, OK
74601. ALL DIFFUSERS SHALL BE ALUMINUM
CONSTRUCTION WITH REMOVABLE CORES, DAMPERS AND
WHITE FINISH. RETURN DIFFUSERS SHALL BE MODEL
CFDF EGG CRATE GRILLE WITH INTEGRAL PLENUM AND
REMOVABLE CORE. SUPPLY AIR DIFFUSERS SHALL BE
5SH SERIES WITH SPRING LATCH CORES AND A SQUARE
LOUVER FACE. PROVIDE SUBMITTALS FOR APPROVAL.
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